
APRIL 19, 2016 ZONING HEARING 

“OTHER BUSINESS” 

COMMISSION DISTRICT 3 

 

ITEM 006 

 

PURPOSE 

 

To consider a site plan and stipulation amendment for Quality Construction, 

Inc. & AAA Quality Plumbing, Inc. regarding rezoning application Z-32 of 

2015 (Quality Construction, Inc. & AAA Quality Plumbing, Inc.), for 

property located on the east side of Canton Road, south of Blackwell Lane, 

in Land Lot 637 of the 16th District. (Continued by staff from the March 15, 

2016 hearing) 

 

BACKGROUND 

 

The subject property was rezoned in 2015 for a contractor’s office. One of 

the zoning conditions require the site to come back to the Board of 

Commissioners upon a redevelopment of the subject property. The applicant 

has triggered this condition by proposing to tear down two small buildings 

(approximately 300 square feet each) on the rear of the property and 

replacing them with two 3,600 square foot storage buildings. There will also 

be a parking and staging area near the proposed buildings. These 

improvements are needed to facilitate the applicant’s growing business. The 

proposed site plan is attached for review. If approved, all previous zoning 

stipulations not in conflict would remain in effect. 

 

STAFF COMMENTS 

 

Fire Department: See attached. 

 

RECOMMENDATION 

 

The Board of Commissioners conduct a Public Hearing and consider the 

stipulation and site plan amendments. 

 

ATTACHMENTS 

 

Other Business application, proposed site plan and current zoning 

stipulations. 



Cobb County Fire and Emergency ServicesCobb County Fire and Emergency ServicesCobb County Fire and Emergency ServicesCobb County Fire and Emergency Services    
Fire Marshal Comments 

OB-006 2016 FD.docx 

 

Applicant Name: Quality Construction 

Petition Number: OB-006 (2016) 

Date: 2/19/2016 

 

ACCESS: Fire apparatus access roads shall extend to within 150 feet of all portions of the 

facility or any portion of the exterior wall of the first floor (State Modifications IFC 503.1 

2006 Edition).  

 

All access roads shall meet the American Association of State and Highway Transportation 

Officials (AASHTO) design manual live load standard HS20 (75,000 lbs.) with an 

unobstructed width of not less than 20 feet, 25 foot inside radius, 50 foot outside turning 

radius and unobstructed vertical clearance of not less than 13 feet 6 inches. 

 

Maximum slope of the access road in reference to the apparatus is 10% Front to Back and 

5% Side to Side. Maximum grade of roadways leading to Fire Access roads refer to the 

Cobb County Development Standard Section 400: 14% for Non-Residential. Maximum 

angle of departure is 8.5%.  

 

Dead-end access roads in excess of 150 feet shall be provided with a turn-around (IFC 

503.2.5 2006 Edition). Cul-de-sac with or without an island: minimum 60-foot radius to 

outside curb, measured to inside of curb and a minimum lane width = 24 feet (Cobb County 

Development Standard 401.09). Single-Family cul-de-sac without island: 38-foot outside 

radius with island reverts to commercial dimensions. Hammerhead turn-around: total of 

110 feet needed (45 feet + 20 feet wide roadway + 45 feet).  

 

Aerial apparatus access shall be required for all structures over 30 feet in height measured 

from the lowest level of fire department access to the ceiling height of the highest occupied 

floor level. Aerial fire apparatus access roads shall be a minimum width of 24 feet 

maximum of 40 feet from the structure and be positioned parallel to one entire side of the 

building. No overhead utility and power lines shall be located within the aerial fire 

apparatus access. (Cobb County Development Standards 401.08.02.1) 

 

HYDRANT: Show fire hydrants arranged to have a hydrant available for the distribution 

of hose to any portion of any building on premises at distances not exceeding 500 feet 

(driving distance). Hydrants shall be at least 40 feet from the building (steamer connection 

facing street) (NFPA 24-7.2.3). Fire hydrants shall be spaced not more than 500 feet apart. 

Hydrants shall not be connected to water lines on the positive side (discharge side) of a fire 

pump. Minimum 8” supply lines to all hydrants.   
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